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GENERAL NOTE(S):

1- ALL WIRING DEVICES INSTALLED ON EXISTING WALL TO BE SURFACE

MOUNTED UNLESS OTHERWISE SPECIFIED.

2- UNLESS OTHERWISE NOTED, ALL NORMAL SERVICES ARE CONNECTED ON

ELECTRICAL PANEL P-02.

3- SEE ELECTRICAL PANEL FOR ALL MECHANICAL EQUIPMENT CIRCUIT

INFORMATION.

4- ONLY ONE CONTROL TRANSFORMER TO BE INSTALLED IN ROOMS WITH

MULTIPLE HCC UNITS (REFER TO MECHANICAL DRAWING FOR EXACT

LOCATIONS OF HCC UNITS).

5- CONTROL WIRING BETWEEN CONDENSER UNITS AND EVAPORATORS TO BE

PROVIDED AND INSTALLED BY DIVISION 26.

6- INSTALL A SAFETY SWITCHES FOR ALL EV UNITS INTO CEILING SPACE.

IDENTIFICATION(S):

INSTALL AN ELECTRICAL OUTLET FOR WATER FOUNTAIN AT 16"(400mm) AFF.

CIRCUIT IN CEILING SPACE RESERVED FOR CONTROL EQUIPMENT.

COORDINATE CONNECTIONS AND LOCATION ON SITE WITH DIVISION 25.

4" FIRESTOP SLEEVE.

DATA PLUG IN CEILING SPACE.

TWO (2) NEW CABLE TRAYS MODEL CF 150/150 FROM LEGRAND. INSTALL

CABLES TRAY ONE OVER THE OTHER.

CONNECT THE CABLE TRAY TO THE GROUND BAR WITH A 12 GREEN

CONDUCTOR.

COORDINATE EXACT HEIGHT AND LOCATION WITH OWNER. PLUG IS

APPROXIMATIVELY AT 72" FROM THE FLOOR AND DATA AT 60".

2" SLEEVE.
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